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NOTE 2

CKT. ASB: 3%2, 1%4 GND, IY4” UD
CKT. 18J: 384, 16 GND, 1Y~
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9w, 3*4 GND, TC IN 3" CNC
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TRENCHED N8 LIGHTING 114

CKT. CAD: 372, 1%4 GND, 14" ub

6 PKL1

CKT. K&L: 3%4, 196 GND, 14 UD

NOTES:

w

LUMINAIRES ARE DAMAGED THE CONTRACTOR SHALL BE
RESPONSIBLE TO REPLACE IN KIND TO THE SATISFACTION OF
THE ENGINEER.

. PRIOR TO POURING CONCRETE A COUPLING AND RACEWAY
EXTENSION SHALL BE INTALLED TO REPLACE DAMAGED
RACEWAY. IF THE CABLE IS NOT PULLED INTO THE EXISTING

N

. THE HIGH MAST LIGHT TOWER SHALL BE REMOVED,

TRANSPORTED TO THE APPROXIMATE LOCATION SHOWN ON
THE MAINTENANCE OF TRAFFIC PLAN SHEETS AND STORED BY
THE CONTRACTOR. THE ENGINEER SHALL APPROVE THE HIGH
MAST LIGHT TOWER LOCATIONS. THE SECURITY OF THE HIGH
MAST LIGHT TOWERS IS THE CONTRACTOR’S RESPONSIBILITY.
IF ANY PART OF THE TOWER BECOMES DAMAGED BY
WHATEVER MEANS, THE CONTRACTOR IS RESPONSIBLE TO
REPLACE IN KIND AT NO ADDITIONAL COST AND TO THE
SATISFACTION OF THE ENGINEER.

RACEWAY PRIOR TO INSTALLING THE EXTENSION, THE
CONTRACTOR SHALL TAKE CARE IN PLACING THE RACEWAY
SLEEVE EXTENSION OVER THE CABLE TO ENSURE THERE IS NO
DAMAGE TO THE CABLE.

. AFTER FOUNDATION IS IN PLACE THE CABLE SHALL BE PULLED
BACK IN PLACE AS REQUIRED AND TESTED PER SPECIAL
PROVIONS.

10. HIGH MAST LIGHT TOWER SHALL BE INSTALLED ON NEW

FOUNDATION AND LUMINAIRES SHALL BE INSTALLED ON

. EXISTING CABLE RUNS BETWEEN TOWERS POP1 AND POP2 AND

BETWEEN TOWERS POP2 AND POP3 SHALL BE TESTED BEFORE
AND AFTER PULLING PER SPECIAL PROVISIONS.

. CONTRACTOR SHALL TAKE CARE IN REMOVING EXISTING

FOUNDATION SO AS NOT TO DAMAGE CABLE AND TO LIMIT
DAMAGE TO RACEWAY.

TOWER. CONTRACTOR SHALL RE-INSTALL TOWER IN SAME,
POSITION/ORIENTATION AS WHEN REMOVED. LUMINAIRES
SHALL BE RE-INSTALLED AT ORIENTATION AS WHEN REMOVED. MAI
RESIDENT ENGINEER SHALL APPROVE PRIOR TO FINAL
PLACEMENT.

. TEMPORARY AERIAL CABLE SHALL BE DISCONNECTED AND THE
PERMANENT CONNECTIONS SHALL BE RE-ESTABLISHED.

CONTRACTOR SHALL

CKT. 0&P: 394, 1ug

CKT. Gad: 342, 1=4q

GND, 1% uD

GND, 1%4" UD

_ BILL OF MATERIALS- ELECTRICAL WORK

FURNISH AND INSTALL 30 AMP
e IRy AL 29 T oE PAY TEM DESCRIPTION UNIT [QUANTITY
JUNCTION BOX TO ISOLATE THE . 81800300 [AERIAL CABLE, 3-1/C NO. 2 WITH MESSENGER WIRE FOOT 1520
CIRCUITS "“OP & GH”. THIS SHALL +"83057175 |LIGHT POLE, WOOD, 35FT, CLASS 3 WITH 15FT MAST ARM | EACH 6
BE INCLUDED IN THE COST OF 84100110 |REMOVAL OF TEMPORARY LIGHTING UNIT EACH 6
NTENANCE OF LIGHTING SYSTEM. [ gzi50505 [RELOCATE EXISTING LIGHT TOWER EACH 3
+ 70033028 |MAINTENANCE OF LIGHTING SYSTEM CALNO 7

* REQUIRES SPECIAL PROVISIONS

CKT. I&J: 3%4, 1%6 GND, 1%~ uD
CKT. A&B: 3%2, I1»4 OND, /4" UD
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REMOVE ANQRREI__I_OCAEE EXISTTING
TEMPORARY WOOD POLES AND AERIAL CABLE SHALL BE JB, S8, 12"%10"%6" ATS ON RECONS UCTED OUNDATION
INSTALLED TO EXTEND POWER TO HIGH MAST LIGHT TOWERS ND’TE é
WHICH SHALL REMAIN IN PLACE (POP1 AND POP3).
. TOWER POP2 SHALL NOT BE REMOVED UNTIL TEMPORARY
EQUIPMENT IS IN PLACE. CKT. G&H: 372, 174 GND. 114"
. THE LUMINIARES ON POP2 SHALL BE REMOVED FROM HIGH JdB, 55, 42"x36"x16"” ATS TEMPORARY AER‘{ALg CA‘éLIE 3“_ f, C‘“NOUUZ
MAST LIGHT TOWER PRIOR TO REMOVING HIGH MAST LIGHT 7. THE RACEWAY SHALL BE CAPPED PRIOR TO POURING WITH MESSENGER WIRE (TYP) *
TOWER. THE LUMINAIRES SHALL BE BOXED, TRANSPORTED AND {4 CONCRETE FOUNDATION TO ENSURE THAT NO CONCRETE IS CKT. O&P: 394, 1°6 GND, 194" UD )
STORED BY THE CONTRACTOR. THE SECURITY OF THE POURED INTO RACEWAY ® b
LUMINAIRE IS THE CONTRACTOR’S RESPONSIBILITY. IF THE .
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